Emergency Planning for Institutional Facilities

Pacific ADA Emergency Preparedness Webinars
Presented by: Kimberly Paarlberg, ICC
Based on the 2015 edition of the International Building Code® (IBC) and the International Fire Code® (IFC)
Contents

- Occupancy classification
- Planning
- Notification and Communication
- Means of Egress
- Special Building Construction
Goal

- Have a basic understanding of the unique emergency criteria for institutional facilities such as assisted living facilities, nursing homes, hospitals and jails.
- New criteria for other health care facilities, such as doctor’s offices, outpatient surgery centers and detached emergency centers.
Objectives

- Understand why assisted living facilities, nursing homes, hospitals and jails may not be able to use the standard evacuation systems.
- Identify what plans need to be developed and practiced in these facilities.
- Understand what alternatives there are for notification other than standard audible alarms.
- Identify what building elements are required for compartmentation and smoke protection.
Occupancy Classification
The main factors that distinguish the various occupancies are:

- Level of care
- Length of stay
- Capabilities of care recipients for self evacuation
- Number of care recipients
Level of Care

- **CUSTODIAL CARE.** Assistance with day-to-day living tasks; such as assistance with cooking, taking medication, bathing, using toilet facilities and other tasks of daily living. Custodial care includes persons receiving care who have the ability to respond to emergency situations and evacuate at a slower rate and/or who have mental and psychiatric complications.

- **MEDICAL CARE.** Care involving medical or surgical procedures, nursing or for psychiatric purposes.
Length of stay

- **24-HOUR BASIS.** The actual time that a person is an occupant within a facility for the purpose of receiving care. It shall not include a facility that is open for 24 hours and is capable of providing care to someone visiting the facility during any segment of the 24 hours.
Capability for self evacuation

- INCAPABLE OF SELF-PRESERVATION.
  Persons who, because of age, physical limitations, mental limitations, chemical dependency or medical treatment, cannot respond as an individual to an emergency situation.
Types of facilities

- **AMBULATORY CARE FACILITY.** Buildings or portions thereof used to provide medical, surgical, psychiatric, nursing or similar care on a less than 24-hour basis to individuals who are rendered *incapable of self-preservation* by the services provided.

- **CLINIC, OUTPATIENT.** Buildings or portions thereof used to provide *medical care* on less than a 24-hour basis to persons who are not rendered *incapable of self-preservation* by the services provided.
Types of facilities

- **DETOXIFICATION FACILITIES.** Facilities that provide treatment for substance abuse, serving care recipients who are *incapable of self-preservation* or who are harmful to themselves or others.

- **FOSTER CARE FACILITIES.** Facilities that provide care to more than five children, 21/2 years of age or less.

- **GROUP HOME.** A facility for social rehabilitation, substance abuse or mental health problems that contains a group housing arrangement that provides *custodial care* but does **not** provide *medical care*. 
Types of facilities

- **HOSPITALS AND PSYCHIATRIC HOSPITALS.** Facilities that provide care or treatment for the medical, psychiatric, obstetrical, or surgical treatment of care recipients who are *incapable of self-preservation*.

- **NURSING HOMES.** Facilities that provide care, including both intermediate care facilities and skilled nursing facilities where any of the persons are *incapable of self-preservation*. 
Group I-3 – Types of facilities

- Correctional centers
- Detention centers
- Jails
- Prerelease centers
- Prisons
- Reformatories
Group I-3 - Characteristics

- Supervised environment
- 24 hour stay
- Security or restraint
- > 5 detainees
- *Incapable of self preservation*
- Condition 1 through 5.
  - Least to greatest level of restraint
Group I-2 – Types of facilities

- Foster care facilities
- Detoxification facilities
- Hospitals and psychiatric hospitals
- Nursing homes
Group I-2 - Characteristics

- Supervised environment
- 24 hour care
- Nursing & medical care
- > 5 patients
- Condition 1 - Nursing homes and foster care facilities.
  - Do not provide emergency care, surgery, obstetrics or in-patient stabilization units.
- Condition 2 - Hospitals.
  - Do provide emergency care, surgery, obstetrics or in-patient stabilization units.
Group I-1& R-4 – Types of facilities

- Alcohol and drug centers
- Assisted living facilities
- Congregate care facilities
- Group homes
- Halfway houses
- Residential board and care facilities
- Social rehabilitation facilities
Group I-1 – Characteristics

- Supervised environment
- 24-hour stay
- Custodial care
- >16 residents
- Condition 1.
  - Respond to an emergency situation without assistance
- Condition 2.
  - Respond to an emergency situation with limited verbal or physical assistance.
Group R-4 – Characteristics

- Supervised environment
- 24-hour stay
- Custodial care
- > 5 and ≤ 16 residents

Condition 1.
- Respond to an emergency situation without assistance

Condition 2.
- Respond to an emergency situation with limited verbal or physical assistance.
Group B – Types of facilities

- Ambulatory care facilities
- Outpatient clinics
- Laboratories, testing and research
- Professional services (dentists, physicians)
Group B - Characteristics

- < 24 hour stay
- Medical care
- *Outpatient clinic* – capable of self preservation
- *Ambulatory care facility* - *Incapable of self preservation*
  - >=4 patients incapable had additional safety requirements
Adhoc Health Care Committee

- Committee has been working on hospital, nursing home and ambulatory care facility requirements in the codes
- Coordinating with latest K-tags used for licensure
- Info on the International Code Council website
  - https://www.iccsafe.org/codes-tech-support/cs/icc-ad-hoc-committee-on-healthcare-ahc/
Pre-Planning for Emergencies

• Fire evacuation plans
• Fire safety plans
• Lockdown plans
• Associated drills
• Worked out with the building owner/renter and the fire department
• Updated annually or when necessitated by changes
• Available for review
Fire Evacuation Plans (FEP)

- Emergency routes
- Strategy - Evacuation or defend in place
- Critical equipment operation
- Assisted rescue procedures
- Verifying full evacuation
- Emergency responders
- Notification of occupants
- Notification of fire department
- Emergency voice/alarm communication system
Fire Safety Plans (FSP)

- Reporting emergency
- Evacuation or relocation of occupants
- Site plans – occupancy assembly point, fire hydrants, fire truck route
- Floor plans – exits, routes, areas of refuge, fire alarm, extinguishers, fire hoses
- Major fire hazards
- Persons responsible
Lock-down plans

- Occupant notification
- Emergency responders notification
- Accountability
- Recall
- Communication
- Coordination
- Training
Practice

- Employee training
- Resident training
- Emergency evacuation drills
Additional requirements for:

• Institutional –
  • Jails – Group I-3
  • Hospitals – Group I-2, Condition 2
  • Nursing homes – Group I-2, Condition 1
  • Assisted living/Group homes- Group I-1 & R-4

• Ambulatory care – Group B
Group I-3–

- Employee training.
  - Instructed in the use of manual fire suppression equipment.
  - Housing cells shall unlock remotely or an employee shall be within three floors or 300 feet horizontal distance of each cell.
- In Group I-3 Conditions 3, 4 and 5,
  - Employee start emergency evacuation within 2 minutes of an alarm.
  - Residents can readily notify an employee of an emergency.
Group I-3 –

- Emergency evacuation drills
  - Employees, quarterly on each shift
Group I-2 - FEP

- Include a description of special staff actions.
- Evacuate all visitors and patients
- Procedures for evacuation for patients with needs for containment or restraint and post-evacuation containment, where present.
- A written plan for maintenance of the means of egress.
- Procedure for a defend-in-place strategy.
- Procedures for a full-floor or building evacuation, where necessary.
Group I-2 - FSP

- A copy of the plan maintained at the facility at all times.
- Location and number of patient sleeping rooms and operating rooms.
- Location of adjacent smoke compartments or refuge areas.
- Path of travel to adjacent smoke compartments.
- Location of special locking, delayed egress or access control arrangements.
- Location of elevators utilized for patient movement.
Group I-2–

- Emergency evacuation drills
  - Employees, quarterly on each shift
  - Movement of patients to safe areas or to the exterior of the building is not required.
  - Where emergency evacuation drills are conducted after visiting hours or where patients or residents are expected to be asleep, a coded announcement shall be an acceptable alternative to audible alarms.
Group I-1 & R-4 – FEP/FSP

- A copy maintained at the facility at all times
- Include special employee actions
- Including fire protection procedures necessary for residents
- Amended or revised upon admission of any resident with unusual needs.
Group I-1 - FEP

- Group I-1 Condition 2 occupancies
  - Include procedures for evacuation through a refuge area in an adjacent smoke compartment and then to an exterior assembly point.
Group I-1 & R-4 - FSP

- Location and number of resident sleeping rooms.
- Location of special locking or egress control arrangements.
Group I-1 & R-4

- Employee training.
  - Training as part of new employee orientation
  - Employees periodically instructed and kept informed of their duties and responsibilities under the plan.
  - Records of instruction maintained.
  - Plan reviewed by the staff not less than every two months.
Resident training.

- Residents capable of assisting in their own evacuation shall be trained in the proper actions to take in the event of a fire.
- Residents shall be trained to assist each other in case of fire to the extent their physical and mental abilities permit them to do so without additional personal risk.
- The training shall include actions to take if the primary escape route is blocked.
- In Group I-1 Condition 2 occupancies, training shall include evacuation through an adjacent smoke compartment and then to an exterior assembly point (staged evacuation).
- Where the resident is given rehabilitation or habilitation training, methods of fire prevention and actions to take in the event of a fire shall be a part of the rehabilitation training program.
Group I-1 & R-4

- Emergency evacuation drills.
  - All occupants, semi-annually on each shift.
  - Employees, additional two times a year on each shift.
  - Twelve drills with all occupants in the first year of operation.
  - Timing of drills can be planned.
  - The fire officials can choose to not require building evacuation due to bad weather.
  - In Group R-4, residents shall be instructed in the use of emergency escape and rescue openings.
Ambulatory care - FEP

- Description of special staff actions
- Procedures for stabilizing patients
- Options
  - Defend-in-place,
  - Staged evacuation, or
  - Full evacuation in conjunction with the entire building if part of a multitenant facility.
Ambulatory care - FSP

- Locations of patients who are rendered incapable of self-preservation.
- Maximum number of patients rendered incapable of self-preservation.
- Area and extent of each ambulatory care facility.
- Location of adjacent smoke compartments or refuge areas, where required.
- Path of travel to adjacent smoke compartments.
- Location of any special locking, delayed egress or access control arrangements.
Ambulatory care

- Staff training.
  - Training as part of new employee orientation
  - Employees periodically instructed and kept informed of their duties and responsibilities under the plan.
  - Records of instruction maintained.
  - Plan reviewed by the staff not less than every two months.
Ambulatory care

- Emergency evacuation drills.
  - Employees, not less than four times per year.
  - Movement of patients to safe areas or to the exterior of the building is not required.
Notification & Communication
Signage

- Evacuation plans at elevators
- Signage at any non-accessible exits
Signage

- Visual exit signs at stairway entrances
- Tactile exit signs at stairway entrances
Signage

- Visual signage within the stairway
- Tactile signage indicating floor levels
- Tactile signage at the door leading to the exit discharge
Two-way Communication

- Within areas of refuge (in non-sprinklered buildings)
- At elevator lobbies in sprinklered buildings (2009, 2012 and 2015 IBC)
- Variety of options
- Allow for communication and feedback between emergency responders and people who need assistance
- 2018 – Not required in hospitals or nursing homes due to staff training
Audible and Visible alarms

- Installed in accordance with NFPA 72.
- Manual fire alarm pull stations must be accessible.
- Allows for manual fire alarm boxes at the nurse station
Visible Alarms

- All public spaces
- All common spaces
- In some of the resident’s bedrooms in Group I-1
- Allows for private mode signaling in patient care areas
Sprinkler automatic notification

- Group I-1, I-2, I-3, R-4 are required to be sprinklered.
- Activation of the sprinkler system automatically notifies the fire department.
- Upon arrival the fire department can use the sprinkler panel to identify the floor where the fire is happening.
- Standby power on the elevators allow for the fire department to move to the fire floor so they can offer assistance.
Means of Egress (MOE)
Means of Egress (MOE)

- A **means of egress** is an unobstructed path to leave buildings, structures, and spaces

- Comprised of:
  - Exit Access
  - Exits
  - Exit Discharge
Accessible MOE

- An *accessible means of egress* is a continuous and unobstructed accessible route of egress travel from any accessible point in a building or facility to a public way.
ADA & ABA Standards §207

- Require compliance with the International Building Code (IBC) for accessible means of egress

OR

IBC 2003 Section 1007

OR

IBC 2000 with 2001 Supplement Section 1003.2.13
ADA & ABA Standards

- What about compliance with later editions?

- Permitted where equivalent or better ("equivalent facilitation" in the ADA Standards Section 103)
MOE: Minimum Number
MOE required from each space and room
Means of Egress

• Assisted rescue when necessary
• Defend in place (i.e., hospitals, jails)
• Assisted evacuation at stairways
• Assisted evacuation at elevators with standby power
Elevator with Standby Power

- Required in buildings 5 stories or higher

Drawing courtesy of Access Board
Group I-2

No exterior steps permitted.
Defend-in-place

- Used in Group I-2 and I-3
- The option to subdivide a building so that smoke cannot move freely throughout a floor or between floors
- This allows for patients/residents to remain in place, or be related to another area on the floor where they would be protected from smoke and fumes
- Evacuation of these patients/residents in bad weather could be dangerous for them due to level of care required
Opening protectives

- Cross-corridor doors that close automatically upon activation of the fire alarms
Refuge Area/Smoke compartments

Within each smoke compartment, an adequately-sized area (called a refuge area) must be available for care recipients to be relocated to during an emergency. They must meet these criteria:

• >= 30 net square feet for each non-ambulatory care recipient.
• Can be located with corridors, care recipient rooms, treatment rooms, lounge or dining areas.
• Occupants must have access to the refuge area without passing through adjacent tenant spaces.
Smoke Compartment—Independent Egress
Independent Egress

A means of egress shall be provided from each smoke compartment created by smoke barriers:

- Requires a means of egress, not an “exit.”
- Cannot return through the smoke compartment from which egress originated.
- Can pass through multiple smoke compartments.
Special building construction
Hospitals – Group I-2 Condition 2

- Design allowances for suites for areas such as ICU, CCU, Emergency Dept.
- 96” wide corridors for movement of patients in beds
- Limitations for equipment in corridors
Nursing home housing units – Group I-2 Condition 1

- Allowances for limited cooking and living spaces open to the corridors
Assisted living – Group I-1

- Dwelling units separated from each other, other spaces and the corridors with fire partitions
- Condition 2 - subdivided into smoke compartments to allow for staged evacuation of residents
Special locking arrangements

- In areas for dementia, Alzheimer's and psychiatric treatment, special allowances allow for egress doors to be controlled by staff or delayed egress.
Ambulatory care facilities

- The facility must be separated from other tenants by smoke partitions.
- If >10,000 sq.ft, the facility must be subdivided into smoke compartments of less than 22,500 sq.ft.
- Sprinkler system required for the floor and all floors below.
- Some of the requirements reduced is there are fewer than 4 patients not capable of self-preservation.
Questions?